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Additional Questions and Answers: Solicitation TIRNO-09-R-00018

102. Question: Ihave a question regarding solicitation TIRNO-09-R-00018, Facilities Operation and
Maintenance at the Enterprise Computing Center that directly relates to the answers posted in Amendment Two.

The answer to Question 100 states that resumes are needed for ALL proposed positions since all positions
required are listed. Does the Government really require resumes for all positions and all staff members? This
seems to be a requirement that only the incumbent can meet.

Answer: At a minimum, the Government is requiring the resumes of the following key personnel:

-Project Manager - RESUME REQUIRED

-CMMS Administrator - RESUME REQUIRED

-Shift Supervisor(s) - RESUME REQUIRED

-Safety & Environmental Engineer - RESUME REQUIRED

-Electricians and RUPS/SUPS Technicians - RESUME(S) REQUIRED

-The HVAC and Maintenance Mechanics the Government can accept an employer statement qualifying them to
perform the work under those positions. - SELF EXPLANATORY.

56. Please provide copies of water quality test reports for the past vear. (REVISED)

Answer: The test reports were not mailed to the requester. They are being provided to prospective offerors
through this amendment as Attachment B, “Water Treatment Reports” for the Enterprise Computing Center
(ECC) in Keameysville, WVA. These reports are for both the Main Enterprise Computing Center and the
Annex. :
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1950 Old Gallows Road 0O OFC (703) 506
Suite 550 - 506-1960
Vienns, VA 22182 CA&E Services, Inc. | FAX (703) 506-1957

December 22, 2008

UNICCO

250 Murall Drive

Kearneysville, WV 25430

Attn: John Schilling, Project Manager

Dear John:

Below are the latest corrosion coupon results for the coupons extracted on November 3, 2008. All of the results are well in the
excellent to acceptable range. Our target range for the closed loops is less than 0.1 mil/year (mpy) or less on copper and less than 0.2
mpy on mild steel. The condenser ranges for mild steel are 0-2 mpy, which is excellent, and/or 2-5 mpy. As you can see, all of the
results are well below the standard values, which is great! In summary, all of the corrosion rates are very acceptable. Our thanks to
Bill Bishop who is responsible for the implementation of the program. \

Serial # copper Exposure Initial Final  Result (MPY)
' days weight weight mils per year
'B0948/Main Condenser 91 13.3852 13.3621 0.5674900
B0949/Main Hot 91 13.3208 13.31 0.2653200
B0950/Main Chill 91 13.3174 13.3157 <0.1
B0962/Main Process 91 13.3568 13.3575 <0.1 "
B0963/Annex Hot 91 13.343 13.3485 <0.1
B0964/Annex 91 13.3434 13.3457 <0.1
... Condenser
B0965/Annex Chill 91 13.3228 13.3219 <0.1
Serial # steel Exposure Initial ~ Final  Result (MPY)
days weight weight Mils per year
A60845/Main Chill 91 10.5536 10.5569 <0.1
A80646/Main Process 91 10.528 10.5383 <01
A60847/Annex Hot 91 10.5449 10.5165  0.2577846
AB0848/Annex 91 10.5542 10.4483  0.9612462
- Condenser
A60849/Annex Chill 91 10.5888 10.5853 <0.1
A60874/Main Hot 91 10.5609 10.5584 <0.1
AB0875/Main 91 10.5235 10.4607  0.5700308
Condenser

If you have any further questions, please call anytime @ 703-929-8672.

Thank you,

Jim Roenick
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